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In this paper three new control modules are introduced for offshore wind power plants with VSC-HVDC
transmission. The goal is to enhance the Fault Ride Thought (FRT) capability of the HVDC system and the
connected offshore wind power plant during balanced and unbalanced AC faults. Firstly, a positive-seq
uence-voltage-dependent (PSVD) active current reduction control loop is introduced to the offshore wind
turbines. The method enhances the performance of the offshore AC voltage drop FRT compliance strategy.
Secondly, an adaptive current limiting control strategy which operates simultaneously on the positive
and the negative sequence current is discussed. It enables negative sequence current injection, while
at the same time respecting the maximum fault current capacity of the HVDC converter station.
Finally, a state machine is proposed for the VSC-HVDC system and for the offshore wind turbines respec-
tively. It coordinates the fault and the post-fault response during balanced as well as unbalanced faults,
ensuring a smooth shift from the normal operating point towards the fault and the post-fault period. The
test system consists of a two level VSC-HVDC link, rated at ±250 kV, connecting an offshore wind power
plant with 700 MW generation capacity. Simulation results with a detailed EMT type model in PSCAD/
EMTDC environment are presented.
 2016 Elsevier Ltd. All rights reserved.1. Introduction
It is well known that voltage source AC/DC power converters
suffer from double synchronous frequency ripples observed in
the active power and the DC link voltage when they are exposed
to unbalanced AC grid voltages. A variety of control techniques to
mitigate this phenomenon have been proposed initially for low
power converters [1–3] and later expanded to wind turbine appli-
cations [4,5]. Next to the design of such negative sequence current
control schemes, their effect on the protection of AC transmission
systems is stressed in [6,7] for AC connected wind power plants.
For VSC-HVDC applications, an analysis of negative sequence
current control is presented in [8] for the particular case of embed-
ded in the power system VSC-HVDC link. In [9], the unbalanced
fault response of the offshore wind power plants with VSC-HVDC
connection is investigated for the first time during offshore AC
faults. The emphasis is placed on the double frequency harmonic
mitigation and not on the power system protection needs. In addi-tion, it is not demonstrated how the VSC-HVDC system as well as
the connected to it offshore wind turbines ensure that their over-
current capacity is not violated during the combined positive and
the negative sequence current injections. In that prospect, a step-
wise adaptive positive and negative sequence current limiting con-
trol scheme is discussed in [10]. The method demonstrates satis-
factory results, however, the over-current capacity of the HVDC
station is over-sized compared to real system applications. In addi-
tion, the classical chopper based solution is used and not the state
of the art voltage-drop Fault-Ride Through (FRT) strategy.
A variety of FRT strategies for offshore VSC-HVDC systems have
been documented in the literature, using either offline simulations
[11–15] or real time digital simulators (RTDS) [16]. In vast majority
of these papers, the offshore island AC system is aggregated by an
equivalent wind turbine model directly connected to the HVDC
station, neglecting the potential effect of the offshore AC island
grid. Furthermore, the voltage drop FRT strategy [13–16] is demon-
strated for balanced faults using very simple control schemes at
the offshore HVDC converter station and not the state of the art
cascaded current-controller that manufacturers utilize today.
Although, recently a lot of research effort is spent on the new gen-
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ber of issues related to the two-level HVDC links need to be
addressed.
This paper proposes an improved FRT control strategy which
enables the offshore wind turbines to participate in the overall
FRT compliance of the VSC-HVDC link during onshore AC grid
faults. The method is based on an applied active current reduction
to the offshore wind turbines. It is performed as a function of the
imposed AC voltage drop by the offshore HVDC station. No com-
munication links are used. For the special case of unbalanced
onshore AC grid faults, a new adaptive current limiting control
module is introduced at the onshore VSC-HVDC station. Further-
more, this adaptive current limiter is supported by a negative-se
quence-voltage-dependent (NSVD) active current reduction mod-
ule which enables a higher injection of the negative sequence cur-
rent injection while respecting the over-current capacity of the
HVDC station. The proposed controllers are tested for balanced as
well as for unbalanced AC faults (namely for line-line faults) at
the onshore and the offshore AC terminals where FRT compliance
need to be demonstrated. For the case of the offshore AC collector
grid faults, it is demonstrated that the application of the proposed
FRT strategy does not jeopardize the fault detection ability in the
island offshore grid. Finally, the FRT and post-FRT response is
guided by state machines at the onshore VSC-HVDC station and
at the offshore wind power plants respectively. Time domain sim-
ulations with detailed EMT type models in PSCAD/EMTDC are pre-
sented. The results of this paper can be used as reference for the
grid code design and FRT compliance studies of offshore wind
plants with VSC-HVDC connection.2. Test system used
A 200 km HVDC link is used in this work, rated at ±250 kV. It
provides grid connection to a 700 MW offshore wind power plant.
The grid side VSC-HVDC station (GSVSC) is interfaced to the infinite
grid via a 30 km transmission line at 380 kV as it is presented in
Fig. 1. The offshore AC island grid consists of two HVAC cables at
the 150 kV voltage level. A pair of three-winding transformers
are used to interface the 150 kV cables to the 33 kV feeders.
Detailed models are used for the three winding transformers
including their saturation effect. The HVAC cables offshore are rep-
resented with a pi-equivalent model with 7.5 km and 4.5 km
length respectively. The group of the wind turbines which are con-
nected per each feeder are aggregated to an equivalent full con-
verter permanent magnet wind turbine model connected at the
33 kV terminal.Fig. 1. The VSC-HVDC test system and the connected of3. Model and control strategies of the onshore VSC-HVDC
station
3.1. Dual synchronous reference frame control scheme
The so called dual synchronous reference frame (SRF) control
scheme, is used at the onshore HVDC converter station in order
to control simultaneously the positive and the negative sequence
current [1]. A SRF-PLL is utilized both for the positive and for the
negative sequence current control modules as presented in Fig. 2.
Notch filters, tuned at the double synchronous frequency have
been utilized. Fig. 2 presents the control system layout for the
onshore converter HVDC station.
3.2. Positive sequence outer control loops
The positive sequence active current (d-axis current) of the
onshore converter station is assigned to control the direct voltage
of the HVDC link. The controller is mathematically given in time
domain by:
irefdþ ¼ kp;UdcðUrefdc  UdcÞ þ
Z
Urefdc  Udc
Ti;Udc
 !
dt: ð1Þ
where kp;Udc is the proportional gain, Ti;Udc is the time constant of the
PI regulator and Udc the measured pole-to-pole direct voltage of the
HVDC link. The reactive current control loop (iq) provides a contin-
uous slow AC voltage support during the normal operation and a
fast reactive short circuit current injection during AC system fail-
ures, as required by most of the grid code requirements [8]. The
reactive current control loop is defined by (2), where kp;Uac is the
proportional gain while Ti;Uac is
irefqþ ¼ kp;Uac Ureff  Uf
 
þ
Z Ureff  Uf
Ti;Uac
 !
dt þ iLVRTq : ð2Þ
the time constant of the AC voltage PI-regulator. Furthermore, the
term iLVRTqþ accounts for the positive sequence short circuit current
injection of the onshore converter station during AC faults.
The fast reactive short-circuit current injection, implemented
here by a proportional controller, is operating in parallel to the
slow PI-based AC voltage controller. The mathematical description
of the reactive short circuit current injection is given by (3).
iLVRTqþ ¼
0; Uf 2 UDBf ;UDBþf
h i
k1 U
0
f  Uf
 
; Uf R U
DB
f ;U
DBþ
f
h i
8><
>: : ð3Þfshore wind power plant as it is used in this work.
Fig. 2. Positive and negative sequence current control loops as implemented at the onshore HVDC converter station. Positive sequence variables are denoted with + while
negative sequence variables are denoted with ‘‘”.
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values given in most grid codes between 2 and 10), Uf is the rms
value of the filter voltage in per unit and UDBf ;U
DBþ
f is thelower and upper boundaries of the voltage dead-band which
defines the voltage range that the reactive current injection is
provided.
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onshore station
The FRT and post-FRT response of the onshore VSC-HVDC sta-
tion during balanced and unbalanced AC faults is managed by
the proposed state machine in Fig. 3. The input of the state
machine is the positive sequence d-axis voltage component which
is equal to the per unit value of the filter voltage. In the range
between 0.9–1.1 p.u, the onshore HVDC converter station operates
in normal condition (state S1). Once the voltage drops below the
0.9 p.u threshold, the converter operation shifts towards the LVRT
state (S2). Reactive current limiting priority is selected as soon as
the fault current capacity is reached. The converter supports the
AC system voltage by injecting reactive current following Eq. (3).
In the LVRT state (S2), the HVDC link direct voltage controller is
set to the freeze mode and the duty of the HVDC link power bal-
ancing is explicitly managed by the FRT control scheme.
As soon as the voltage drops below the 0.5 p.u threshold, the
converter enters the FRT mode (S3). In the FRT mode given that
at least a reactive current boosting gain 2 is used (as it is com-
monly required by most grid codes), the positive sequence reactive
current is taking all the fault current capacity, whilst the active
current is reduced to zero. Hence, the choice of the 0.5 p.u voltage
threshold is based on the fact that for AC voltages below 0.5 p.u,
the reactive current injection leads to active current reduction
even to zero by the positive sequence current limiter module. Con-
sequently, post-fault when the voltage recovers, the converter shall
move to state (S4), where a smooth ramping is ensured from the
zero active current. For the case of voltage drops which are above
0.5 p.u, the converter returns from (S2) to (S1) without applying
ramping. In the ramp-up state (S4), the active current is ramped
following a predefined ramping rate R (pu/s). The selected ramping
rate is a trade-off which affects the dynamic response of the AC
system, as presented in [14]. The converter remains in the ramping
state for a period Tr which ensures that the active current is
ramped to the pre-fault level. Throughout the LVRT, FRT and
ramp-up states of the HVDC link, the direct voltage controller
and the slow AC voltage controller are blocked. This is done in
order to avoid unwanted dynamics between the shift of states.Fig. 3. State machine for the LVRT, FRT and post-FRT control logic which allows the
implementation of the ramp-up function during the post-fault period (Tr is the
ramping time calculated based on the ramping rate R, while Tfault is the time that
the fault is applied).3.4. Outer negative sequence current control loop
Two negative sequence current control strategies are tested for
the VSC-HVDC system. First, the negative sequence current sup-
pression and second, the negative sequence current injection.
National level grid codes require for HVDC converters to be able
to withstand negative sequence components during unbalanced
line-to-line faults, without always making explicit which control
strategy to be applied. This shall be decided based on the grid con-
nection point needs per each connection. Normally, vendors apply
negative sequence current suppression, as it ensures that the con-
verter does not experience large unbalanced fault currents. The
motivation for the negative sequence current injection is derived
from the need to enhance the fault detection capability in com-
bined AC-DC transmission systems, especially during the case of
line-to-line AC faults [6,7].
3.4.1. Suppression of the negative sequence current
The negative sequence current of the onshore converter station
can be suppressed to the zero value during unbalanced voltages by
applying the control references (4) and (5).
irefd ¼ 0: ð4Þ
irefq ¼ 0: ð5Þ3.4.2. Negative sequence current injection proportionally to the
negative sequence voltage
The second approach which is studied in this paper is the injec-
tion of the negative sequence current proportionally to the nega-
tive sequence voltage. A proportional controller is used here,
with proportional gain equal to k2. During balanced conditions,
the dq-voltage components in the negative SRF are zero while dur-
ing unbalanced faults they increase. In this way the amplitude of
the negative sequence voltage can be used in order to inject pro-
portionally a negative sequence reactive current. The applied neg-
ative sequence current references are:
irefd ¼ 0: ð6Þ
irefq ¼ k2
ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃ
ðufdÞ2 þ ðufqÞ2
q
: ð7Þ3.5. Equivalent circuit of the onshore station during line-to-line faults
The equivalent circuit of the external 380 kV transmission line
including the onshore VSC-HVDC converter station is presented
in Fig. 4 for the line-to-line fault case. When the negative sequence
current is suppressed (reflected with k2 = 0 in Fig. 4), the fault cur-
rent contribution of the VSC station consists of the positive
sequence current component IVSC1 . This term includes the steady
state value of the positive sequence current IVSC1;0 and the positive
sequence reactive current boosting term provided by Eq. (2). If dur-
ing the unbalanced faults, the reactive current boosting gain (k1) is
selected to be zero, the fault current injection of the VSC consists
only of the steady state value current IVSC1;0 . The later depends on
the operating point of the VSC. Some national level grid codes
require for positive sequence reactive current injection (iq+) using
Eq. (2) explicitly during balanced faults, while other grid codes
does not differentiate the balanced from the unbalanced fault
conditions.
In any of these two cases, the fault current contribution of the
onshore VSC station during line-to-line faults can be increased by
the injection of a negative sequence current. The latter choice
Fig. 4. Positive, negative and zero sequence equivalent circuits of the onshore converter station and the external grid for the line-line fault case study. The circuit helps to
understand the EMT simulations presented below.
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positive as well as in the negative sequence circuit. Finally, the
presence of negative sequence current in the AC transmission line
terminals, enhances the unbalanced fault detection capability at
the VSC side terminals of the AC line.3.6. Adaptive positive and negative sequence current limiting module
The injection of combined positive and negative sequence cur-
rents during unbalanced faults shall respect the total fault current
capability of the converter station. For that purpose, an adaptive
negative sequence current limiting control module is proposed in
this paper, as presented Fig. 2. The positive sequence maximum
current limit is constant and it is equal to the over-current capacity
of the converter (1.1 p.u). The negative sequence current limit
(Imax2) is adaptive. It uses as input signal the measured positive
sequence current injection of the converter station. The module
then calculates online the available overcurrent capacity left for
the negative sequence current injection during unbalanced faults.3.7. Negative sequence voltage dependent active current reduction for
the GSVSC
In order to increase the negative sequence current share in the
total onshore converter fault current injection, the positive
sequence active current is reduced using the module in Fig. 5.
We call it negative-sequence-voltage-dependent (NSVD) active
current reduction as it is presented in Fig. 5. This control module
is used especially in the case that the reactive positive sequence
current injection is active during unbalanced faults. The
negative-sequence voltage component is an incremental quantity,
typically zero or very small under normal conditions, producing no
pre-fault restraining bias. With purpose to avoid unnecessary
active current reduction during switching transients, a dead-band
of 0.3 p.u is also used. A quadratic function is applied in order to
reduce the active current component. Hence, when the negative
sequence current injection is selected as an option, the reduction
of the positive sequence active current (id+), enables the share of
the current capacity by the positive and the negative sequence
reactive currents. It is worth to note that if the grid code does
not require for reactive positive sequence current injection during
unbalanced faults, only the negative sequence current is injected
following (Eqs. (6) and (7)).4. Model and control strategies for the offshore VSC-HVDC
station
The control scheme of the offshore VSC station is presented in
Fig. 6. The main control objective is to provide a controlled AC volt-
age and frequency at the island offshore AC grid. This allows the
PPL of the wind turbines to synchronise to the island voltage. A
PLL at the offshore converter station is not needed during normal
operation as the angle for the Park transformation is given directly
from the frequency regulator as in Fig. 6. During the normal condi-
tions at the offshore converter, the control modules ensure that the
rated power is respected. As it can be seen in Fig. 6, the control
approach uses an outer current control loop which sets the refer-
ences of the inner current loop.
4.1. Frequency regulator
The main goal of the frequency regulator is to regulate the off-
shore AC island frequency. This is performed by providing the ade-
quate phase angle to the oscillator block as presented in Fig. 6. It is
important to stress that the control scheme used here is very sim-
ilar to the power synchronization control loop as it is given in [16].
The difference of this paper approach lies on the fact that the fre-
quency is regulated and not the active power.
4.2. Current controller reference
The equations which describe the calculation of the inner cur-
rent control loop references are given in (8) and (9). The AC filter
current is included in the control loop. The voltage references for
the dq-axis are set to be one and zero respectively.
irefcd ¼ id xCf ufq þ kp1 ureffd  ufd
 
þ ki1
Z
ureffd  ufd
 
dt ð8Þ
irefcq ¼ iq xCf ufq þ kp2 ureffq  ufq
 
þ ki2
Z
ureffq  ufq
 
dt ð9Þ4.3. Current controller
The equations which describe the inner current controller are
given in (10) and (11). The output of Eqs. (8) and (9) are used to
define the internal dq-voltage of the converter station. The gener-
ated dq-reference voltages are limited by an upper threshold.
Fig. 5. Negative sequence voltage dependent active current reduction for the onshore VSC-HVDC station.
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 ki3
Z
irefcd  icd
 
dt ð10Þ
udc;ref ¼ icqRþxLicd  kp4 irefcq  icq
 
 ki4
Z
irefcq  icq
 
dt ð11Þ4.4. Controlled AC voltage drop FRT strategy for the HVDC link
The controlled offshore AC voltage drop FRT compliance strat-
egy is applied in this work as in Fig. 6 (termed here as ‘‘LVRT-
HVDC” module). The voltage drop is applied proportionally to the
HVDC link direct voltage, measured at the offshore DC terminal.
Such a proportional controller is easier to be tuned, compared to
other PI-based solutions. Furthermore, the ‘‘LVRT-HVDC” controller
is designed such as the applied AC voltage does not drop below the
0.5 p.u threshold, for the case of faults at the onshore AC terminal.
This threshold is defined with the purpose to limit the electrical
stresses imposed at the island grid. In order to achieve enhanced
FRT compliance of the onshore converter station, an additional
control loop is proposed here for the wind turbines. This control
loop applies a positive-sequence-voltage-dependent (PSVD) active
current reduction at the wind turbines as it will be discussed in fol-
lowing paragraph. The application of the AC voltage drop by the
offshore station, along with the reduction of wind turbines active
current enables the mitigation of the HVDC link over-voltage dur-
ing FRT.
5. Model and control of the offshore wind power plants
5.1. Permanent magnet direct drive wind turbine model
The offshore wind power plant is assumed in this paper to be
equipped with full converter interfaced permanent magnet wind
turbine generators (commonly referred as type-4 in the IEC-
61400 standard). The aggregation of the power plant is performed
per each feeder at the 33 kV voltage level. An EMT type, average
value model is utilized, presented in Fig. 7. The wind turbine inver-
ter model is equipped with positive and negative sequence currentcontrol loops. The permanent magnet generator and the generator
side AC-DC rectifier are simply modelled here by a DC current
injection. Since permanent magnet wind turbines utilize a DC
chopper based FRT strategy, the electrical torque of the permanent
magnet machine is completely decoupled from the AC grid voltage
during AC grid faults. The later ensures that the speed of the per-
manent magnet generator is not affected through the FRT process.5.2. Positive sequence current control loops
The positive sequence current control loop of the equivalent
wind turbine model enables decoupled active and reactive power
control. In this work, the wind turbine inverter regulates the DC
link voltage and the reactive power exchange with the AC island
grid during normal operation. The reactive current control loop
applies a PI regulator which controls the amplitude of the AC volt-
age at a given set point. In Fig. 7, it can be seen that the outer con-
troller can be set to freeze state by the wind turbine FRT logic block
which is presented below. Furthermore, a ramp-up linear function
is used for ramping the active current during the post fault period
of the wind turbine.5.3. FRT logic for the wind PPM
The FRT and post-FRT response of the wind power plants is
guided by the state machine of Fig. 8. Similar to the onshore HVDC
station, the state machine is separated in four different operating
states (S1–S4). The normal operating point state (S1) is defined
for voltage values above 0.8 p.u. In this zone the wind turbine pro-
vides continuous AC voltage control to the island grid. As soon as
the AC voltage at the wind turbine terminals drops below the
0.8 p.u threshold, the wind turbine enters in state (S2).
Two could be the possible reasons for entering state (S2). First,
an AC fault initiated at the onshore HVDC station, followed by the
activation of the offshore VSC-HVDC station ‘‘LVRT-HVDC” module
in Fig. 6. Second, a direct AC fault in the offshore AC island. In the
state (S2), the wind turbine applies the positive-sequence-voltage-
dependent (PSVD) active current reduction controller in Fig. 9. In
Fig. 6. Offshore converter station model and its control loops. In the figure with dashed lines is the ‘‘LVRT-HVDC” control loop and the frequency regulator control loop.
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FRT support to the HVDC link during onshore AC faults. The
reduced active power is dissipated in the wind turbines choppers.
Given that the offshore HVDC converter reduces its voltage only till
0.5 p.u (see Fig. 5), the wind turbines do not enter their FRT mode,
state (S3). As soon as the onshore fault is cleared, the offshore volt-
age recovers and the wind turbines continues to operate returning
to the normal operating state (S1). It is only during faults in the off-
shore island grid that the state (S3) is achieved. The slow AC volt-
age controller in the wind turbines is set to freeze mode for states
(S2) to (S4).
It is recommended that a fast reactive current injection by the
wind turbines shall be avoided in the state (S2) for two main rea-
sons. First, it reduces the effectiveness of the active current reduc-
tion FRT control module (Fig. 7). Second, it creates high reactive
power flows in the small island AC grid, which might jeopardize
the stability of the offshore HVDC converter. It is important to
mention that the voltage drop is artificially created by the offshore
converter station. Hence, a very fast reactive current injection
during the state (S2) without the presence of a physical fault,
might lead to over-voltages and instability risks. Hence, the0.3 p.u threshold between state (S2) and (S3) is selected in
our case.
In the case of an AC fault in the offshore AC island, the wind tur-
bine enters the state (S3). In (S3), a fast reactive current injection
takes place proportionally to the residual voltage. In this state,
since a fault occurs in the offshore AC island, the wind turbines
support the voltage and provide reactive fault current for the pro-
tection schemes to detect and clear the fault. Finally, being in the
state (S3), as soon as the wind turbines AC terminal voltage recov-
ers, the wind turbines enter state (S4). Their active current is
ramped-up, following a predefined ramp-up rate (p.u/s).
5.4. Negative sequence current control loops
Modern wind turbines are equipped with negative sequence
current control loops which enhances their dynamic performance
during unbalanced AC faults. In this paper, a negative sequence
current control loop as presented in Fig. 7 is applied. A variety of
negative sequence current control strategies can be followed for
the control of the negative sequence current during unbalanced
grid faults. Similar to the onshore HVDC station case, two strate-
Fig. 7. Full converter interfaced wind turbine model and its positive and negative sequence current control loops.
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strategy applies negative sequence current suppression [2] and the
second strategy negative sequence current injection [6,7] propor-
tionally to the negative sequence offshore voltage.
6. Simulation results and analysis
The proposed control modules in this paper are first evaluated
for onshore AC grid faults. The response of the enhanced FRT con-
trol strategy and the negative sequence current control loops are
demonstrated for balanced and unbalanced faults. Furthermore,
unbalanced AC grid faults at the offshore AC terminals are pre-
sented in order to prove that the proposed FRT strategy does not
affect negatively the response of the offshore island grid. The stud-
ied cases are namely:
a. Three phase fault at the mid of the 380 kV transmission line
onshore.b. Line-to-line fault at the mid of the 380 kV transmission line
onshore.
c. Line-to-line fault at the 33 kV terminals of the PPM1 aggre-
gate model.6.1. Three phase fault at the onshore transmission line – FRT
demonstration
A 250 ms self-cleared three-phase-to-ground fault is applied at
the mid-point of the 380 kV-HVAC transmission line. The onshore
HVDC converter station provides a fast positive sequence reactive
(iq+) current injection, utilizing a reactive current boosting gain
k1 equal to 2. The voltage-drop FRT strategy, presented in Fig. 6
is applied. The onshore converter station utilizes its maximum
fault current capacity as positive sequence reactive current (iq+)
injection during the fault period, which leads to the reduction of
the active current (id+) to zero. During the post-fault period, the
Fig. 8. State machine which guides the FRT control logic of the offshore wind
turbines.
Fig. 9. Positive-sequence-voltage-dependent (PSVD) active current reduction mod-
ule for the offshore wind turbines with VSC-HVDC connection.
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as presented in Figs. 10 and 11 (defined as in the state S4).
As it can be seen in Fig. 10, the ramping of the active current
delays the direct voltage (Udc) recovery to the pre-fault steady state
value. Furthermore, it increases the duration of the imposed off-
shore island voltage drop beyond the fault clearing time, as it
can be seen in Fig. 12. Observing the negative sequence dq-
currents in Fig. 11, it can be seen, that during the FRT period, the
negative sequence current control loop does not affect the positive
sequence current injection except the observed oscillations at the
time that the fault is applied and cleared. The cause of these oscil-
lations is the dynamic response of the notch filters. Moreover, the
response of the dynamically-adaptive negative sequence current
limiter (Imax2) in Fig. 11.
In addition, the ‘‘LVRT-HVDC” controller (in Fig. 5) reduces the
d-axis voltage component of the offshore HVDC converter termi-
nal, while the q-axis component is controlled to zero. In this way
the instantaneous voltage at the offshore VSC-HVDC station termi-
nal is reduced as in Fig. 12. Furthermore, a positive sequence active
current reduction is performed by the offshore wind power plants,
applying the controllers of Fig. 9. During the LVRT period, no reac-
tive current injection is provided from the wind turbines to the
island grid as the wind turbines operate in the state S2. Fig. 13 pre-sents the response of the active and reactive current in the wind
turbine model which represents the dynamic response of PPM1.
It is presented that the proposed coordinated FRT strategy is
capable to ensure FRT compliance, involving the participation of
the offshore wind turbines in the process. Although a quadratic
function (n = 2 in Fig. 9) is used in this case for the active current
reduction, a cubic or higher order function can be chosen as well
to adjust the accepted over-voltage in the HVDC link.6.2. Line-to-line fault at the onshore VSC-HVDC station
Next to the three-phase balanced fault simulations, a line-to-
line fault case in the AC transmission system is studied. Five con-
trol options are discussed here. In the first, a negative sequence
current suppression is applied (k2 = 0, Fig. 4) while the positive
sequence reactive current boosting is not active (k1 = 0, Fig. 4). In
the second case, we activate the positive sequence reactive current
boosting (k1 = 2, Fig. 4) similar to the balanced fault case, while the
negative sequence current is suppressed (k2 = 0 in Fig. 4. In the
third case, both positive and negative sequence current injections
are provided (k1 = k2 = 2). The bottlenecks of this option are
stressed. As a solution, the response of the proposed negative-seq
uence-voltage-dependent (NSVD) active current reduction control
module at the onshore converter station is presented in case 4.
Finally, the application of the NSVD loop for the case without pos-
itive sequence reactive current injection is illustrated in case 5
(k1 = 0).6.2.1. Case 1: k1 = 0 and k2 = 0
Fig. 14 presents the simulation results for a 250 ms self-cleared
line-to-line fault at the mid-point of the 380 kV transmission line.
As it can be seen, the negative sequence dq-current components
(idq) are suppressed to zero while, the positive sequence dq-
currents (idq+) are kept constant during the fault period given that
the active and reactive current control loops are set to freeze state.
Fig. 14 presents the dq-voltages at the offshore HVDC station and
the direct voltage of the HVDC link during the FRT period. As it
can be seen, during the unbalanced fault period, the FRT process
is activated in the same way as for the balanced faults. Observing
the instantaneous value of the current at the PPC point, it can be
seen that the fault current injection of the VSC is equal to the
steady-state value current. It consists mainly of the positive
sequence current component (I1), as in Fig. 15. The negative
sequence current is suppressed while there is no zero sequence
current in the external grid during line-to-line faults.
Observing the fault currents (positive and negative sequence) at
the infinite grid terminals of the 380 kV transmission line in
Fig. 15, it mainly consists of a high negative sequence component
(I2) which is provided by the infinite grid.6.2.2. Case 2: k1 = 2 and k2 = 0
The next option is to inject a positive sequence reactive current
(iq+), while suppressing the negative sequence current of the
onshore HVDC station (k2 = 0). The positive sequence reactive cur-
rent is provided proportionally to the rms value of the line-line
voltage measured at the filter of the VSC, in a similar way as per-
formed for balanced faults utilizing a gain (k1 = 2). The controller
(2) is applied. The simulations result are provided in Figs. 16 and
17.
Based on these results, it is observed that the positive sequence
voltage support is not significant compared to the case (i). In that
frame, the reactive positive sequence current injection does not
provide significant benefits, at least for unbalanced faults.
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With purpose to increase the negative sequence fault current
injection by the onshore HVDC station, we utilize a combined pos-
itive and negative sequence current injection. The negative
sequence current is injected during the unbalanced fault period
proportionally to the negative sequence voltage following Eqs.(6) and (7). However, this negative sequence current injection is
bounded by the limited fault current capacity of the HVDC station.
One such case is simulated and presented in Fig. 18. Due to the
limited over-current capacity, the HVDC station cannot provide
the negative sequence current next to the positive sequence cur-
rent. As it can be seen in Fig. 18, the maximum allowed negative
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Fig. 13. Response of the offshore wind PPM1 after the reduction of the AC island grid voltage triggered by a fault in the onshore converter station terminals.
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fault period, leaving no available fault current space. Hence, a neg-
ative sequence current injection by the onshore converter station
cannot be achieved unless the positive sequence current (either
the active or the reactive current component) is reduced. The latterjustifies the need for the proposed control module of Fig. 5. By
increasing the negative sequence current injection at the PCC side,
an adequate fault detection method can be designed. Furthermore,
the VSC behaves in similar way as the conventional generation
units, enabling next to the positive, negative sequence current flow.
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Fig. 14. Response of the VSC-HVDC link during a line-to-line fault at the onshore 380 kV transmission system (Case 1). (a) The instantaneous value of the onshore PCC voltage,
(b) the active positive and negative sequence d-axis current, (c) the HVDC link direct voltage (d) the instantaneous current at the onshore HVDC station, (e) the positive and
negative sequence reactive currents (iq) of the onshore station and (f) the dq-voltage of the offshore converter station.
Fig. 15. Response of sequence components of the external AC grid voltages and currents (case 1). These plots relate to the sequence circuit of the external AC grid for the line-
to-line fault case.
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(a) (d)
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Fig. 16. Response of the VSC-HVDC link during a line-to-line fault at the onshore 380 kV transmission system (case 2). The palette shows from top to bottom the
instantaneous value of the voltage and the current at the onshore HVDC station, the positive and negative sequence dq-currents of the onshore station, the HVDC line voltage
and the dq-voltage of the offshore converter station.
Fig. 17. Response of sequence components of the external AC grid voltages and currents for case 2.
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dependent active current reduction
In this paragraph, the active current reduction based on the
negative sequence voltage is presented. Figs. 19 and 20, show the
response of the system for the same disturbance. As it can be seen,
the reduction of active current as a function of the negative
sequence voltage gives additional space for the negative sequence
current to be injected into the grid.
It is worth to observe that the injection of the negative sequence
current gives rise to double frequency oscillations in the measured
positive sequence dq-current (idq+). The latter occur due to the cou-
pling effect between the positive and the negative sequence dq-
frames [2]. However, since the active current is reduced to zero,
the imposed active power oscillations have small margin around
the zero value.6.2.5. Case 5: k1 = 0 and k2 = 2 with negative-sequence-voltage-
dependent active current reduction
Finally, when positive sequence reactive current boosting is not
requested by the TSO during unbalanced faults (k1 = 0 in Fig. 4), the
application of the NSVD loop in Fig. 5 enables the utilization of the
VSC current capacity as negative sequence reactive current. The
gain k2 is a control variable which defines the amount of the neg-
ative sequence current injection. Fig. 21 presents such a case studyfor completeness. As it can be seen, the negative sequence current
measured at the PCC is in the same range as at the infinite grid
case.6.3. Unbalanced faults at the 33 kV wind turbine terminal
In this paragraph, the response of the VSC-HVDC link is assessed
for faults applied at the 33 kV offshore collector grid terminals.
Only unbalanced faults will be presented due to space limitations.
The goal of this paragraph is to prove that the applied active cur-
rent reduction at the wind turbines as part of the FRT strategy does
not affect the fault detection ability at the offshore AC island.6.3.1. Case1: Line-to-line fault at the 33 kV with negative sequence
current suppression and k1 = 0
A line-to-line fault is applied at the 33 kV terminal of the power
plant module 1 (PPM1 in Fig. 1). The PPM1 utilizes the negative
sequence current suppression control strategy. Furthermore, it is
assumed that no positive sequence reactive current is injected into
the island grid from the offshore PPMs during the fault period.
Fig. 22 presents the instantaneous value of the voltage and the cur-
rent at the PPM1 AC terminals, at the FD1 point and at the offshore
HVDC converter station terminals (point of HN0). The dq-
components of the voltage and the currents of the PPM1 can be
(a) (d)
(b) (e)
(c) (f)
 time [s]  time [s]
 time [s]  time [s]
 time [s]  time [s]
Fig. 19. Response of the GSVSC during balanced fault for case 4. (a) Positive sequence active current, (b) negative sequence reactive current, (c) sequence voltages at the PCC,
(d) reactive positive sequence current, (e) negative sequence reactive current, (f) total current and negative sequence dynamic maximum current limiter.
Fig. 20. Response of the GSVSC during balanced fault for case 4. Upper subplots show the sequence voltages and currents at the PCC while lower subplots at the infinite grid.
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Fig. 21. Response of the GSVSC during balanced fault for case 5. Upper subplots show the sequence voltages and currents at the PCC while lower subplots at the infinite grid.
Fig. 22. Response of the offshore AC island to a line-to-line fault in the PPM1 terminals. From top to bottom, the instantaneous voltage at the wind park VSC (WPVSC) HVDC
converter terminal, the instantaneous voltage at PPM1 terminal, the current at WPVSC terminal, the current at the PPM1 and the current at the FD1, 33 kV point. The
simulation is for case 1 of Section 6.3.
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maximum power generation (with rated current 4 kA per each
PPM). As it can be observed in Figs. 22 and 23, the fault current
injection of the wind turbine lies in the steady state region. In addi-
tion, an adequate fault current level is measured at the FD1 point,
where the breaker is installed.6.3.2. Case 2: Line-to-line fault case with negative sequence current
suppression and k1 = 0 (with the FRT reduction method)
Here, the proposed positive-sequence-voltage-dependent
(PSVD) active current reduction at the offshore wind turbines is
assumed to be in operation. The presented results aim to demon-
strate that the PSVD loop in Fig. 9 does not jeopardize the fault
Fig. 23. Response of the offshore AC island to a line-to-line fault in the PPM1 terminals. Upper subfigures: the sequence components of WPVSC terminal. Lower subfigures:
the dq-positive, the dq-negative sequence currents of the PPM1, and the sequence voltages at the PPM1 terminal. The simulation is for case 1 of Section 6.3.
Fig. 24. Response of the offshore AC island to a line-to-line fault in the PPM1 terminals. From top to bottom, the instantaneous voltage at the wind park VSC (WPVSC) HVDC
converter terminal, the instantaneous voltage at PPM1, the current at WPVSC, the current at the PPM1 and the current at the FD1 point. Simulation is for case 2 of Section 6.3.
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Fig. 25. Response of the offshore AC island to a line-to-line fault in the PPM1 terminals. Up the sequence components of WPVSC terminal, down, the dq-positive and dq-
negative sequence currents of the PPM1, and the sequence voltages at the PPM1 terminal. Simulation is for case 2 of Section 6.3.
Fig. 26. Response of the offshore AC island to a line-to-line fault in the PPM1 terminals. From top to bottom, the instantaneous voltage at the wind park VSC (WPVSC) HVDC
converter terminal, the instantaneous voltage at PPM1, the current at WPVSC, the current at the PPM1 and the current at the FD1 point. Simulation is for case 3 of Section 6.3.
114 M. Ndreko et al. / Electrical Power and Energy Systems 85 (2017) 97–116detection capability of the island grid and does not reduce the off-
shore island fault currents, at least at the FD1 point where the fault
needs to be cleared. Similar to the previous case, no reactive cur-
rent injection is performed during the unbalanced fault period.As it can be observed in Figs. 24 and 25, the total fault current
injection from the offshore PPM1 is smaller in this case given that
neither reactive positive sequence current is provided nor negative
sequence current (see Fig. 25). Observing the fault current mea-
Fig. 27. Response of the offshore AC island to a line-to-line fault in the PPM1 terminals. Up the sequence components of WPVSC terminal, down, the dq-positive and dq-
negative sequence current of the PPM1, and the sequence voltages at the PPM1 terminal. Simulation is for case 3 of Section 6.3.
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work FRT module for the FRT enhancement of the HVDC link, does
not affect the fault detection capability in the island grid. The fault
current level at the FD1 is at the same value as in the previous case
where the active current is not reduced. Furthermore, not much
difference is observed compared to the base case 1, with regard
to the positive and the negative sequence voltage profiles of the
offshore island grid. From these results, it can be seen that under
unbalanced faults the operation of the proposed enhanced FRT
scheme for the HVDC link does not jeopardize neither the opera-
tion of the protection schemes nor the voltage profiles during the
fault period.6.3.3. Case 3: Line-to-line fault with negative sequence current
suppression and positive sequence reactive current injection
So far, it has been assumed that no positive sequence current is
provided to the offshore AC island. This paragraph addresses the
effect of the reactive current injection during line-to-line faults
on the unbalanced fault response of the offshore island AC grid.
In that prospect, Figs. 26 and 27 present the line-to-line fault case,
where the wind turbines suppress the negative sequence current
and inject only positive sequence reactive current proportionally
to the positive sequence voltage.
As it can be seen in Figs. 26 and 27, the PPM1 fault current injec-
tion is symmetrical since only positive sequence is provided. The
active current in the wind turbines is reduced to zero, because
all the fault current capacity is provided as reactive current. The
positive and the negative sequence voltage at the PPM1 is pre-
sented in Fig. 27. Compared to the case 2, in this case it can be seen
that the reactive positive sequence current injection leads to lower
positive sequence voltage levels at the PPM1. Hence, during unbal-
anced faults, the reactive positive sequence current injection for
the power electronic based offshore island does not bring the
expected benefits in the offshore system concerning the voltage
support. In that prospect, reactive current injection during unbal-anced faults in the offshore island grid can be avoided since the off-
shore HVDC station provides adequate fault current levels in the
33 kV.7. Conclusion
In this paper the FRT response of offshore wind power plants
with VSC-HVDC transmission is assessed for onshore and offshore
AC faults. An enhanced voltage drop FRT control strategy is pro-
posed. The use of the positive-sequence-voltage-dependent (PSVD)
active current reduction control module at the offshore wind tur-
bines, ensures improved FRT compliance for the HVDC link.
Although during offshore AC faults the application of the active
current reduction at the offshore wind turbines reduces their fault
current injections, it does not affect significantly the fault current
levels at the 33 kV feeder.
In addition, the paper investigates on the unbalanced fault
response of the VSC-HVDC link during onshore transmission sys-
tem faults. It is demonstrated that the suppression of the negative
sequence reactive current by the onshore HVDC converter station
leads to steady state value fault current levels. The latter depends
on the operating point and does not always utilize all the fault cur-
rent capacity of the HVDC converter station. In that context, fault
detection problems might arise in future power systems with large
amount of power electronic interfaced generation and transmis-
sion units, where the short circuit currents levels are reduced. In
that frame, a variety of control strategies are tested for the onshore
VSC-HVDC station. It is presented that due to the limited fault-
current capacity of the onshore HVDC station, the combined posi-
tive and negative sequence reactive current injection is not achiev-
able when reactive positive sequence currents are provided during
unbalanced faults. With purpose to solve this bottleneck, a new
control module is proposed which reduces the positive sequence
active current during unbalanced faults proportionally to the neg-
ative sequence voltage. In this way, negative sequence currents can
116 M. Ndreko et al. / Electrical Power and Energy Systems 85 (2017) 97–116be provided in order to enhance the protection of the AC transmis-
sion lines where VSC-HVDC systems are connected.
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